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This visit was for a fundamental recertification
and state licensure survey.
Dates of survey: February 14, 15, and 16, 2012
Surveyor: Kathy Craig, Medical Surveyor llI
Facility Number: 000851
Provider Number: 15G333
AIMS Number: 100243880
Voca Corporation of Indiana was found to be in
compliance with 42 CFR, Part 483, Subpart | and
460 IAC 9 in regard to the recertification and state
licensure survey.
Quality Review was completed on 2/23/12 by Tim
Shebel, Medical Surveyor lIl.
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Any deficiency statement ending with an asterisk (*) denotes a deficiency which the institution may be excused from correcting providing it is determined that
other safeguards provide sufficient protection to the patients . (See instructions.) Except for nursing homes, the findings stated above are disclosable 90 days
following the date of survey whether or not a plan of correction is provided. For nursing homes, the above findings and plans of correction are disclosable 14
days following the date these documents are made available to the facility. If deficiencies are cited, an approved plan of correction is requisite to continued
program participation.
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